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BUILDING 9 -
SECOND FLOOR RENOVATION

542-13-105

MEW MEW

1400 Blackhorse Hill Road
Coatesville, PA 19320

P100

BASEMENT PLAN - PLUMBING - NEW
WORK

05 / 12 / 14 12573

9

 1/8" = 1'-0"
1

BASEMENT PLAN  - PLUMBING - NEW WORK


